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Test	Engineer: www.merit.cz
merit@merit.cz
MERIT	GROUP Phone:	+420585226185

ID Type Length SNR BERT Date VoIP Result

12	100 CAT6 62.0	m 26.1 0 8/14/

12	101 CAT6 68.0	m 25.6 0 8/20/

12	102 CAT6 67.1	m 26.1 0 8/20/

12	103 CAT6 66.9	m 25.3 0 8/20/

12	104 CAT6 70.6	m 26.1 0 8/14/

12	105 CAT6 70.5	m 26.1 0 8/14/

12	106 CAT6 65.3	m 26.1 0 8/14/

12	107 CAT6 65.6	m 25.4 0 8/14/

12	108 CAT6 68.9	m 25.3 0 8/14/

12	109 CAT6 68.6	m 26.2 0 8/14/

12	110 CAT6 71.3	m 26.1 0 8/14/

12	111 CAT6 72.0	m 27.1 0 8/14/

12	112 CAT6 73.2	m 26.1 0 8/14/

12	113 CAT6 74.0	m 26.9 0 8/14/

12	114 CAT6 65.9	m 26.1 0 8/20/

12	115 CAT6 65.8	m 26.1 0 8/20/

12	116 CAT6 65.8	m 26.1 0 8/20/

12	117 CAT6 66.7	m 26.1 0 8/20/
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ID Type Length SNR BERT Date VoIP Result

12	118 CAT6 67.4	m 26.1 0 8/14/

12	119 CAT6 67.6	m 25.4 0 8/14/

12	120 CAT6 64.0	m 26.1 0 8/14/

12	121 CAT6 64.5	m 26.1 0 8/14/

12	122 CAT6 64.1	m 26.9 0 8/14/

12	123 CAT6 67.5	m 26.0 0 8/14/

12	124 CAT6 67.2	m 26.1 0 8/14/

12	125 CAT6 67.4	m 26.1 0 8/14/

12	126 CAT6 66.6	m 25.8 0 8/14/

12	127 CAT6 65.8	m 25.3 0 8/14/

12	128 CAT6 65.2	m 25.4 0 8/14/

12	129 CAT6 65.3	m 26.1 0 8/14/

12	130 CAT6 65.0	m 25.4 0 8/14/

12	131 CAT6 64.5	m 26.1 0 8/14/

12	132 CAT6 64.1	m 26.1 0 8/14/

12	133 CAT6 63.3	m 24.6 0 8/14/

12	134 CAT6 63.4	m 26.1 0 8/14/

12	135 CAT6 54.7	m 28.0 0 8/14/

12	136 CAT6 54.6	m 27.0 0 8/14/

12	137 CAT6 54.6	m 27.1 0 8/14/
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ID Type Length SNR BERT Date VoIP Result

12	138 CAT6 54.3	m 24.6 0 8/14/

12	139 CAT6 54.6	m 27.1 0 8/14/

12	140 CAT6 49.2	m 28.3 0 8/14/

KAMERA	1 CAT6 32.0	m 28.3 0 8/14/

KAMERA	2 CAT6 33.3	m 28.4 0 8/14/

KAMERA	3 CAT6 30.5	m 28.3 0 8/14/
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1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

63.2 0.0 26.6

65.2 16.0 27.1

63.6 16.0 27.1

62.0 0.0 26.1

Wiremap Length Skew SNR

12	100 62.0	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

68.7 0.0 25.6

71.1 16.0 27.0

69.3 8.0 27.1

68.0 0.0 27.1

Wiremap Length Skew SNR

12	101 68.0	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

68.2 0.0 27.0

70.2 16.0 26.1

68.7 8.0 26.2

67.1 0.0 26.1

Wiremap Length Skew SNR

12	102 67.1	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

67.7 0.0 26.1

69.9 16.0 26.1

68.7 16.0 27.1

66.9 0.0 25.3

Wiremap Length Skew SNR

12	103 66.9	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

71.8 0.0 26.2

73.9 16.0 26.1

72.4 16.0 27.1

70.6 0.0 27.1

Wiremap Length Skew SNR

12	104 70.6	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

71.8 0.0 27.3

73.9 16.0 28.3

72.4 16.0 26.1

70.5 0.0 27.1

Wiremap Length Skew SNR

12	105 70.5	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2
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S SX

66.7 0.0 26.9

68.5 16.0 27.1

67.1 16.0 26.1

65.3 0.0 27.1

Wiremap Length Skew SNR

12	106 65.3	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

67.0 0.0 26.3

69.0 16.0 25.4

67.5 16.0 27.1

65.6 0.0 26.1

Wiremap Length Skew SNR

12	107 65.6	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

69.9 0.0 26.9

72.1 16.0 27.1

70.7 8.0 26.1

68.9 0.0 25.3

Wiremap Length Skew SNR

12	108 68.9	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

69.9 0.0 26.2

72.0 16.0 26.2

70.4 8.0 27.1

68.6 0.0 27.1

Wiremap Length Skew SNR

12	109 68.6	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2
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2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

72.5 0.0 26.4

75.5 16.0 27.1

73.3 16.0 27.1

71.3 0.0 26.1

Wiremap Length Skew SNR

12	110 71.3	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

72.4 0.0 27.2

74.1 16.0 28.3

73.2 8.0 27.1

72.0 0.0 27.1

Wiremap Length Skew SNR

12	111 72.0	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2
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S SX

74.4 0.0 27.2

77.7 16.0 27.1

75.2 16.0 26.1

73.2 0.0 27.1

Wiremap Length Skew SNR

12	112 73.2	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

74.3 0.0 26.9

76.2 16.0 27.1

75.2 16.0 27.1

74.0 0.0 28.3

Wiremap Length Skew SNR

12	113 74.0	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

66.8 0.0 26.2

68.9 16.0 27.1

67.6 8.0 27.1

65.9 0.0 26.1

Wiremap Length Skew SNR

12	114 65.9	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

66.7 0.0 26.3

68.9 16.0 27.0

67.3 8.0 27.1

65.8 0.0 26.1

Wiremap Length Skew SNR

12	115 65.8	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

66.5 0.0 27.2

69.9 16.0 26.1

67.8 8.0 28.3

65.8 0.0 26.1

Wiremap Length Skew SNR

12	116 65.8	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

67.0 0.0 26.9

68.7 16.0 26.1

67.7 16.0 26.1

66.7 0.0 26.1

Wiremap Length Skew SNR

12	117 66.7	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2
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8 8
S SX

67.7 0.0 27.7

69.5 16.0 26.2

68.5 16.0 27.1

67.4 0.0 26.1

Wiremap Length Skew SNR

12	118 67.4	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

67.8 0.0 26.1

69.6 16.0 28.2

68.6 8.0 27.1

67.6 0.0 25.4

Wiremap Length Skew SNR

12	119 67.6	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

64.6 0.0 26.1

66.3 16.0 27.1

65.2 8.0 26.1

64.0 0.0 27.1

Wiremap Length Skew SNR

12	120 64.0	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

64.5 0.0 26.2

66.5 16.0 26.1

65.3 8.0 27.1

64.8 0.0 27.1

Wiremap Length Skew SNR

12	121 64.5	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

65.0 0.0 26.9

66.9 16.0 27.1

65.5 8.0 27.1

64.1 0.0 27.1

Wiremap Length Skew SNR

12	122 64.1	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

67.5 0.0 26.0

69.7 16.0 27.1

68.5 8.0 26.2

67.8 0.0 28.3

Wiremap Length Skew SNR

12	123 67.5	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2
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4 4
5 5
7 7
8 8
S SX

68.0 0.0 28.2

70.0 16.0 26.1

68.3 16.0 26.1

67.2 0.0 26.2

Wiremap Length Skew SNR

12	124 67.2	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

67.4 0.0 27.1

69.5 16.0 26.2

68.3 8.0 26.1

67.6 0.0 26.1

Wiremap Length Skew SNR

12	125 67.4	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

68.0 0.0 25.8

70.0 16.0 27.1

68.4 8.0 27.1

66.6 0.0 26.1

Wiremap Length Skew SNR

12	126 66.6	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

65.8 0.0 26.1

67.8 16.0 27.1

66.6 16.0 25.3

66.0 0.0 27.1

Wiremap Length Skew SNR

12	127 65.8	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

66.2 0.0 26.9

68.2 16.0 27.1

66.7 8.0 25.4

65.2 0.0 26.1

Wiremap Length Skew SNR

12	128 65.2	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

65.3 0.0 27.0

67.4 16.0 26.1

66.2 16.0 26.2

65.4 0.0 27.1

Wiremap Length Skew SNR

12	129 65.3	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2
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S SX

66.0 0.0 27.3

68.0 16.0 26.1

66.5 16.0 25.4

65.0 0.0 27.1

Wiremap Length Skew SNR

12	130 65.0	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

64.5 0.0 26.1

66.6 16.0 26.1

65.4 8.0 27.1

64.8 0.0 27.1

Wiremap Length Skew SNR

12	131 64.5	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

65.0 0.0 27.1

67.0 16.0 26.1

65.4 8.0 26.2

64.1 0.0 26.1

Wiremap Length Skew SNR

12	132 64.1	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

63.5 0.0 26.5

65.2 16.0 26.1

64.2 8.0 24.6

63.3 0.0 26.2

Wiremap Length Skew SNR

12	133 63.3	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

63.4 0.0 26.1

65.4 16.0 26.1

64.2 8.0 27.1

63.6 0.0 26.1

Wiremap Length Skew SNR

12	134 63.4	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2
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6 6
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8 8
S SX

54.8 0.0 28.0

56.2 16.0 28.3

55.4 16.0 28.3

54.7 0.0 28.3

Wiremap Length Skew SNR

12	135 54.7	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2
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S SX

54.6 8.0 27.0

56.4 16.0 27.1

55.3 16.0 28.3

54.8 0.0 28.3

Wiremap Length Skew SNR

12	136 54.6	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

54.7 0.0 27.3

56.3 8.0 28.3

55.4 8.0 27.1

54.6 0.0 27.1

Wiremap Length Skew SNR

12	137 54.6	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2
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6 6
4 4
5 5
7 7
8 8
S SX

54.3 0.0 25.3

56.4 16.0 26.2

55.3 16.0 26.1

54.8 0.0 24.6

Wiremap Length Skew SNR

12	138 54.3	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

54.8 0.0 28.3

56.1 8.0 27.1

55.6 8.0 27.1

54.6 0.0 27.1

Wiremap Length Skew SNR

12	139 54.6	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2
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6 6
4 4
5 5
7 7
8 8
S SX

49.3 0.0 30.1

51.0 8.0 28.3

49.9 8.0 28.3

49.2 0.0 28.3

Wiremap Length Skew SNR

12	140 49.2	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
2 2
3 3
6 6
4 4
5 5
7 7
8 8
S SX

32.9 0.0 30.1

34.3 8.0 28.3

33.1 8.0 30.1

32.0 0.0 30.1

Wiremap Length Skew SNR

KAMERA	1 32.0	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2
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34.2 0.0 28.4

35.6 8.0 30.1

34.4 8.0 30.1

33.3 0.0 30.1

Wiremap Length Skew SNR

KAMERA	2 33.3	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2

1 1
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6 6
4 4
5 5
7 7
8 8
S SX

30.8 0.0 30.1

32.2 8.0 28.3

31.1 8.0 30.1

30.5 0.0 30.1

Wiremap Length Skew SNR

KAMERA	3 30.5	m
AR	ID:	1
BERT:0	errors

CAT6
pF/m:49.2


